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Translation

EU-Type Examination Certificate
Supplement 7

Equipment intended for use in potentially explosive atmospheres
Directive 2014/34/EU

EU-Type Examination Certificate Number: DMT 01 ATEX E 058 X
Product: Magnetic switch type Ex RC*******

Manufacturer: steute Technologies GmbH & Co. KG

Address: BriickenstraBe 91, 32584 Lohne, Germany
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EN IEC 60079-0:2018////
EN 60079-18:2015+A1:2017
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This EU-Type Examination Cér'tifibéf,é,,f're
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The marking of the product shall include thé following’

@ 112G Ex mb lIC T6 Gb
11 2D Ex mb [lIC T80°C/Db

DEKRA Testing and Certification GmbH
Bochum, 2019-10-22

Signed: Jérg-Timm Kilisch

Managing Director
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13 Appendix

14 EU-Type Examination Certificate

DMT 01 ATEX E 058 X
Supplement 7
15 Product description
15.1 Subject and type

Magnetic switch type Ex RC*******

1. Asterisk Housing design:
12 Diameter12 mm
13.5 Diameter 13.5 mm
M14 Mounting thread M14 x 1
15 Diameter 15 mm
M20 Mounting thread M20 x 1,5 i
2580 Housing dimensions 25 m i
. fousing .
2. Asterisk Contact function: e //////////// //{// //
w Change—ove[,;g:/g ntact ;;;;{//////// /% 7 ////
Wr Change;gye;r;gg@t/a//gﬁgl/(g *mgy//’//// 7
s Nermaliyseenseitstt 77777/
Sr Normally open contact latc ing’// 7,
o) _~Normally closed conttact,//////////
3. Asterisk 00
/ /7//// //
4. Asterisk Vo 4 /
Blank /,// Brass /)
KST /" Thermoplastic.
Niro : /tz/éi/n!e;s/'S/s/ tee)
5. Asterisk wer ambient tempera 1 rang
Blank//////20/C///////,
406/ ////49°6/1//1/)
180G /////-80°C/////////
-60 °C

6. Asterisk  Allowed impact’//,
Blank//////7/Joule// /
4J//11//////4Joule/

7. Asterisk Approval 117/ /,
GL German'Lloyd///

15.2 Description

The magnetic switch is designed in type of protection Encapsulation'm" and will be used for the
implementation of switching operations.

Reason for this supplement:

- Extension of the type code

- Updating of the applicable standards.

- New reed contacts DRS-DTH and HSR-834W

- Extension of the electrical rating

- New magnetic switch type Ex RC M20**KST -50 °C*
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Akkrediterungsstell
D-ZE-17£3802-00

Parameters

Electrical Data

Switching voltage up to AC 250 V
Switching current*® up to 1.5 A

or up to 0.35 A
Switching power for change-over contact

and for normally closed contact © upto 50 VAW
Switching power for normally open contact up to 100 VAW
Short-circuit current I for change-over

contact and for normally closed contact up to 2 A

Short-circuit current I for normally open contactup to 5| A
* = depending on reed contact used i

Thermal Data

Ambient temperature range (Marking on the nameplate)
or
or
or
or

|
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18 Essential Health and Safety Requirements

The Essential Health and Safety Requirements are covered by the standards listed under i

19 Drawings and Documents

Drawings and documents are listed in the confidential report.

We confirm the correctness of the translation from the German original.
In the case of arbitration only the German wording shall be valid and binding.

DEKRA Testing and Certification GmbH
Bochum, 2019-10-22
BVS-Pe/Mu A 20190753

1

y Managing Director
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